@ The surface of the display is easy to be injured.
So, please be careful not to rub it with a hard
material or to hit it.

@ The stains on the housing shall be wiped off by the
cloth which is dipped into the neutral cleanser diluted
by water and wrung tightly, and finish it by a dried ;
cloth. w
|

-/—/—/-/-/-/-/-/-/-/-1-/-1-1-/-/-/-/-1-/1

@® Wiring precautions
If failure or error of this instrument could result in a
critical accident of the system, install an external
protection circuit to prevent such an accident.
In order to prevent instrument damage or failure,
protect the power line and the input/output lines from
high currents by using fuses with appropriate ratings.

IM41ADO1-E2

Thank you for purchasing our "REX— AD410A".

This manual describes how to use "REX—AD410A". Prior
to using the indicator, please carefully read this manual
and fully understand the contents.

Keep this manual safely for future reference as required.

® The contents of this manual may subject to change
without prior notice.

@® Power supply
In order to prevent instrument damage or failure,
power of the specified rating.
In order to prevent electric shock or instrument failure,
do not turn on the power supply until all of the wiring
is completed.

@ The contents of this manual are copy righted;
all rights are reserved by RKC INSTRUMENT INC,
It is prohibited to reprint or reproduce the whole or
a part of this manual without the prior of RKC
INSTRUMENT INC.

®"REX—AD410A" and this manual are manufactured and
prepared under strict quality control before delivery.
However, if any problems arise, please contact us
directly or your nearest our sales agent.

® Never use the instrument near inflammable gases.
In order to prevent fire, explosion or instrument
damage, never use this instrument at a location where

® RKC assumes no responsibility for any of the follow— inflammable or explosive gases or vapour exist.

ing damages which the user or third party may suffer.

@ Damage incurred as a result of using this product.

@ Damage caused by product failure which cannot be
predicted by RKC.

® Other indirect damages.

@ Never touch the inside of the instrument.
In order to prevent electric shock or burns, never touch
the inside of the instrument.
Only RKC service engineers can touch the inside of
the instrument to check the circuit or to replace parts.
High voltage and high temperature sections inside the
instrument are extremely dangerous.

> INSTRUMENT SAFETY CAUTIONS «

@ This instrument is designed to be mounted on
instrumentation panels. It is therefore
manufactured as part of the final product to
facilitate wiring. This means that unauthorized
personnel can easily access the high—voltage
sections in this instrument such as power

@ Never modify the instrument.
In order to prevent accident or instrument failure, never
modify the instrument.

® Maintenance
In order to prevent electric shock, burns or instrument
failure, only RKC service engineers may replace parts.
In order to use this instrument continuously and safely,
terminals, etc. conduct periodic maintenance. Some parts used in this
Therefore, when this instrument is installed on instrument have a limited service life and may deteri—
the final product, the user should take the orate with time.
necessary measures for the final product to ensure Andtattattattattadtattattattattattnttattattattattadtnttadtnttal
that unauthorized personnel cannot access the

PIPIPIY Py Iy FY Y IF  JY Y Y Y IV Y Y IY IV Y Y IY Yy Yy PP P Y Y Y Yy oy Iy ¥ 4
PIIIPIY JY Y Iy Iy Iy Py Iy Y ¥ Y FY I IV Y IV IV TV Iy FPEIyIy V-0V oy oy oy -2y 29 IV oy Iy 23

high—voltage sections, etc. CE CONFORMED INSTRUMENT CAUTIONS

@ In order to use this instrument correctly and @ This instrument is protected from electric shock by
safely, always observe the cautions described reinforced insulation. So please arrange reinforced |
in this manual when performing operetions insulation to the wire for input signal against the i
and maintenance. wires for instrument power supply, source of power |
RKC assumes no responsibility for any injury and loads as far as possible. |
or accident resulting from not following these

@ EN55022, EN50082-2 and EN61010-1 are applicable

cautions. to this instrument.

@ This instrument is intended to be used under the
following environmental conditions. (IEC1010) A
[OVERVOLTAGE CATEGORY II, POLLUTION

DEGREE 2]

@ To the instrument with power supply of 24V, please
be sure to supply the power from SELV circuit.

This is a Class A (EN55022) instrument. In a
domestic environment this product may
cause radio interference, in which case the

@ The cleaning shall be done after the confirmation that user is required to take adequate measures.
the power supply to the instrument is off.

@ The stains on the surface of the display shall be
wiped off by a soft cloth or tissue paper. All Rights Reserved, Copyright © 1998, RKC INSTRUMENT ING.

RKC
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5. OPERATION

5.1 Calling procedure in each mode

Broadly, the following six statuses are available for this instrument.

@® PV display mode : Displays measured value (PV)

@® SETUP set mode : Mode to select input or output function

@ Operator mode : Mode to confirm peak hold value and bottom hold value

@ Operator set mode : Mode to reset hold, to release interlock or to change alarm set value
@® Engineer mode : Mode to lock setting

@® Engineer set mode : Mode to set or confirm various parameters

( Power - ON ]

¥

l Input type display ‘

‘ Display changes automatically

> PV display -
'g; e Displays the measured éi
™ value (PV). - o
2 8 '
g | l 5
x =
2 Operator mode [ Operator set mode Y
=1 £!
n |
] » Display of peak hold e |nitialize of each action g_
. value/bottom hold value e Changing the set values e
SETUP set mode
o Changing other settings
in the specification
N Engineer mode Engineer set mode |
o Setting and confirmation
o Set data lock execution of each parameter group
(PG1 to PGS)
-——bP :Press the MONI/MODE key. @ = ——---- P> :Press the SEL key.

—P» :Press the MONI/MODE and SEL keys simultaneously.
* The SETUP set mode accesses parameters which are not usually changed.

— A Key operational cautions

@ For this instrument, even if the setting is changed, it is not registered. Pressing the SEL key after the setting
is changed registers the setting approx. 2 sec later.

@® This instrument returns to the PV display value if key operation is not performed for more than 1 minute.

B Input type display

For this instrument, the input type can be confirmed just after the power is turned on.

Input type display (Display for approx. 4 sec
Power - ON ap: Un{tp play (Display for app )
Display L 2F None
o Input type Unit °C F %
display b: Input type
a b Display | = ] ol ‘ I l £ ’ R L,— LS = l ot ‘ f= tJF’JF’;‘_ =
Input TC e

Voltage

PV displ
va|ue|5pay oo k]l e [n][T]ulr]s s ¥ p|uwler

IM41ADO1-E2
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5.2 SETUP set mode

PV display value

Press the MONI/MODE Ikeys and SEL keys
-~ simultansously

:’}—!' i F' ¢

Input type sat valus

Input i
;ﬂnlslf:(i\nigh limit)

Input scaling
sat valua (low limit)

Decimal point
|————{_position set value

E Always set the input type.
**1 Always set the input type (InP).

Devica address
A set value

*B: Decimal point position
0: No digit below decimal point
1: 1 digit below decimal point
2: 2 digit below decimal point

—P>-Prssthe UP or DOWN key.  ==Jp>:Pross the SEL key. 3: 3 digit below decimal point
) o Initial value
Symbol Name Setting range Description prior to
shipment
' » &~ | Input type 0 to 37 Selects the input type. If the input type is 0
(InP) selection See "*A", changed, all the data is defaulted.
SCH Scaling high Scaling low limit Sets the high limit of input scaling. 999.9
(SCH) limit setting to 9999
SO Scaling low —1999 to Scaling | Sets the low limit of input scaling. —999.9
(SCL) limit setting high limit
1L~ | Decimal point Oto3 Sets the decimal point position on the voltage/ 1
(PGdP) position See "*B". current input scale.
selection * Display only for voltage input.
Hdd Device address 0 to 99 Sets the communication device address of this 0
(Add) setting instrument. * Displayed when the instrument
has the communication function.
*A:
Group Input type Input select Group Input type Input select
K &) -199.9 to +999.9 °C 0 JPH100 @ | -199.9 to +510.0 °C 28
-200 to+1372 °C 1 RTD Pt100 Q -199.9 to +660.0 °C 29
J W -199.9 to +9999 °C 2 JPt100 Q -189.9 to +850.0 F 30
d -200 to+1200 °C 3 Pt100 Q -199.9 to +999.9 F 31
TUH -199.9 to +400.0 °C 4 % | Voltage *3 0to 10 mV DC 32
R (/) D to 1768 _°C 5 H (Lwa“tyw LV (H) 0 to 100 mV DC 33
s (9 0 to 1769 C 6 » 0to1VDC 34
B (& * 0 to 1820 C 7 8 3 0to 5V DV 35
E (E) 200 to 1000 °C 8 s }’:;:"fm) V) 1105V DC 35
N (m) 0 to 1300 °C 9 0to 10V DC 37
PLI () 0 to 1390 °C 10 . 0 to 20 mA DC
5 Curment input mA (1)
3 W5Re/W26Re () 0 to 2320 C 1 P ¢ 4t0 20 mA DC
g v ah 0 _to 600 C 12 *3 |f the voltage (high) input is used,change the switch in
B TC L@ 0 to 900 % 18 the mainframe.
é K ) 1988 o +9999 ‘_11: :; *4 If a current input of 0 to 20 mA is used, select a voltage
] 330 to +2500 (high) input 0 to 5V, and if a current input of 4 to 20 mA
= ‘F 16
J W .;23,9 :° +:?:f = = is used, select a voltage (high) input of 1to 5 V.
O :1999 tz :_’520 = . In either case, connect an external resistor 250 Q
R o) 0 to 3216 F 19 (+ 0.02% =+ 10 ppm, 0.25 W or more).
s & 0 to3216 F 2 ) )
B(b)  *™| 0 to3ws F | 2 @ Switch selection A
E(E) 330 to+1832 F 22 Always turn OFF the power, then pull out the internal chassis.
N (m) *2 0 to23712 F 23 TC.RTD TC.RTD
PLI (P) *2 0 to2534 F 24 yw Het
W5Re/W26Re () *2 0 to 4208 F 25 I i
U wn 0 to 1100 F 26 vin vim

*1 Accuracy in the range of 0 to 400 °C (0 to 800 F) :
Not guaranteed.

*2 Temperature below 32 'F for the thermocouple type
of N, PL Il , W5Re/W26Re : Accuracy not warranted.

CAUTION

No data is backed up when the power supply is turned
off during setting change.

IM41ADO1-E2

For TC (thermocouple),

RTD (resistance temperature
detector), voltage (low)
input

For voltage (high) input
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5.3 Operator mode

PV display value

MONI/MODE key

| Peak hold
7\ _monitored value

MONI/MODE key
=——]p» :Press the SEL key.

5.4 Operator set mode

PV display value

3{ Bottom hold
""\__monitored value

Press the UP and DOWN
keys simultaneously

Press the UP and DOWN
keys simultaneously

»
P

»| First

—> Press the UP or DOWN key.

A
H - <

A
5 <

Peak hold value (PHLd) display
Displays the maximum input value.
Display range : —1999 to +9999

Bottom hold value (bHLd) display
Displays the minimum input value.
Display range : — 1999 to +9999

set v
[ *
r[ ggtconld ealarm ] 1
>( Thidgem *2
L Iv f m
P{ Fourtﬁ alarm ]
—l‘j Fifth 5Iarm ]

*5
P féxth ?Iaerm ] *6

ﬁlarm

Displayed when "Interlock function provided" is
selected for the first to sixth alarm,

Displayed when any item other than "No alarm
provided" is selected for the first alarm.

*3 Displayed when any item other than "No alarm
provided" is selected for the second alarm.
*4 Displayed when any item other than "No alarm

*
———J» :Pruss the SEL key. 7

provided" is selected for the third alarm.
Displayed when any item other than "No alarm
provided" is selected for the fourth alarm.
Displayed when any item other than "No alarm
provided" is selected for the fifth alarm.
Displayed when any item other than "No alarm
provided" is selected for the sixth alarm.

. L Initial value
Symbol Name Setting range Description prior to
shipment
HiLdr Hold reset Simultaneously pressing the UP and DOWN
(HLdr) keys while the hold reset characters are
displayed executes the hold reset function.
VL Interlock Simultaneously pressing the UP and DOWN
(ILr) release *1 keys while the interlock release characters are
displayed releases the alarm interlock function.
HLot First alarm Sets the alarm set value of the first alarm. 999.9
(AL1) set value *2 Scaling low limit
to See "*A",
scaling high limit
H!_ = | Second alarm Sets the alarm set value of the second alarm. -199.9
(AL2) set value *3 (The decimal See "*A",
point position is
H1i_ = | Third alarm the same as that Sets the alarm set value of the third alarm. 999.9
(AL3) set value *4 of PV.) See "*A",
i - Fourth alarm Sets the alarm set value of the fourth alarm. —-199.9
(AL4) set value *5 See "*A".
Hi5 Fifth alarm Sets the alarm set value of the fifth alarm. 999.9
(AL5) set value *6 See "*A",
Hi_ & Sixth alarm Sets the alarm set value of the sixth alarm. -199.9
(AL6) set value *7 See "*A",

*A  Pressing the SEL key after the set value is changed by pressing the UP or DOWN key establishes the set value,

www.rkc-usa.com
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5.5 Engineer mode

Set data unlock (Unck)/lock (LCK) transfer
Select whether the set data lock function is invalid
(unlock) or valid.

PV display value
Press the MONI/MODE key for 2 sec.

*Any mode other than PV display, engineer mode is

“MONI/MODE key not displayed when the set data is locked.
In addition, after locking the set data, only
— -~ :Precs the DOWN key. - - = = P Press the UP key. the engineer mode can be changed,

5.6 Engineer set mode

1st alarm timer
set value

2nd alarm ener gized/
de - energized set value

2nd alarm timer
set value

3rd alarm ener gized/
de - energized set value

3rd alarm timer
set value

U e T L L T i T

—P» :Press the UP or DOWN key. > :Press the SEL iey. — - -~ :Press the DOWN key. - - -~ P :Press the UP key.

IM41ADO1-E2
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10

From PG1 Ifrom PG6
To PG1 i To PG6

B e

y 1
Communication speed|
set value

1
Data configuration
set value

___._.> Press the UP or DOWN key. |:>:Pmss the SEL key. —_-- -’ :Press the DOWN ey, R -> iPress the UP key.
. L Initial value
Symbol Name Setting range Description prior to
shipment
=0 i Parameter The first characters of parameter group (PG 1).
(PG 1) group 1 They are also displayed first when the instrument
is set to engineer set mode.
i PV bias See "*1", Sensor correction is made by adding bias value 0 (0.0)
(Pb) to measured value (PV).
== Digital filter 0:0FF This is first order lag digital filter by software to 0
(dF) 1 to 100 sec reduce noise in measured value (PV).
N Parameter The first characters of parameter group (PG 2).
(PG 2) group 2
=5 First alarm See 2", Selects first alarm action. 1
(AS1) *6 |action selection
PSS First alarm 0:Not provided Sets the presence or absence of the interlock 0
(ILS1) *6 | interlock 1:Provided function.
EYC First alarm 0:Energized action | Selects whether first alarm is set to energized or 0
(EXC1) energized/de— | 1:De—energized de— energized.
*6 energized action
M | | First alarm See "*3", Sets first alarm differential gap. 2 (2.0)
(AH1) *6 | differential gap
=L { | Firstalarm 0 to 600 sec Sets time until alarm is turned ON after 0
(ALT1) *6 timer setting measured value (PV) enters first alarm area.
=i o | Parameter The first characters of parameter group (PG 3).
(PG 3) group 3
= 2 | Second alarm See "*2", Selects second alarm action, 2
(AS2) *7 [action selection
! L5 2 | Secondalarm | 0:Not provided Sets the presence or absence of the interlock 0
(ILS2) *7 | interlock 1:Provided function.
= -'” = | Secondalarm | O:Energized action | Selects whether second alarm is set to energized 0
(EXC2) *7 | energized/de— | 1:De—energized or de— energized.
energized action

( Continued on the next page )

www.rkc-usa.com
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) oo Initial value
Symbol Name Setting range Description prior to
shipment
FiH.= | Second alarm | See "#3", Sets second alarm differential gap. 2 (2.0)
(AH2) *7 | differential gap
FL I = | Secondalarm | 0to 600 sec Sets time until alarm is turned ON after 0
(ALT2) *7 timer setting measured value (PV) enters second alarm area.
1D - | Parameter The first characters of parameter group (PG 4).
(PG 4) group 4
M5 | Third alarm See "*2", Selects third alarm action, 1
(AS3) *8 [action selection
! LS = | Thirdalarm 0:Not provided Sets the presence or absence of the interlock 0
(ILS3) *8 | interlock 1:Provided function.
=Y = | Third alarm 0:Energized action | Selects whether third alarm is set to energized 0
(EXC3)*8 | energized/de— | 1:De—-energized or de—energized.
energized action
FH = | Third alarm See "*3", Sets third alarm differential gap. 2 (2.0)
(AH3) *8 | differential gap
Fi_I™ = | Third alarm 0 to 600 sec Sets time until alarm is turned ON after 0
(ALT3) *8 timer setting measured value (PV) enters third alarm area.
L5 Parameter The first characters of parameter group (PG 5).
(PG 5) group 5
=5 Fourth alarm See "*2", Selects fourth alarm action. 2
(AS4) *8 |action selection
LS Fourth alarm 0:Not provided Sets the presence or absence of the interlock 0
(ILS4) *9 | interlock 1:Provided function.
ECH Fourth alarm 0:Energized action | Selects whether fourth alarm is set to energized 0
(EXC4) *9| energized/de— | 1:De—energized or de—energized.
energized action
H ' | Fourth alarm See "*3". Sets fourth alarm differential gap. 2 (2.0
(AH4) *9 | differential gap
HL T - | Fourth alarm 0 to 600 sec Sets time until alarm is turned ON after 0
(ALT4) *9 | timer setting measured value (PV) enters fourth alarm area.
—I & | Parameter The first characters of parameter group (PG 6).
(PG 6) group 6
~ 55 | Fifth alarm See "*2", Selects fifth alarm action. 1
(AS5) *10 | action selection
I La5 Fifth alarm 0:Not provided Sets the presence or absence of the interlock 0
(ILS5) *10{ interlock 1:Provided function.
| Fifth alarm 0:Energized action | Selects whether fifth alarm is set to energized 0
(EXC5) *10 | energized/de— | 1:De—energized or de—energized.
energized action
FH%S | Fifth alarm See "*3", Sets fifth alarm differential gap. 2 (2.0
(AH5) *10| differential gap
M1 1T 5 | Fifth alarm 0 to 600 sec Sets time until alarm is turned ON after 0
(ALT5) *10 | timer setting measured value (PV) enters fifth alarm area.
e Parameter The first characters of parameter group (PG 7).
(PGT) group 7
M5 = | Sixth alarm See "*2", Selects sixth alarm action, 2
(AS6) *11 |action selection
P LS5 Sixth alarm 0:Not provided Sets the presence or absence of the interlock 0
(ILS6) *11| interlock 1:Provided function.

AO = Analog output

IM41ADO1-E2

( Continued on the next page)
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Initial value

Symbol Name Setting range Description prior to
shipment
EYC & | Sixth alarm 0:Energized action | Selects whether sixth alarm is set to energized 0
(EXCb) energized/de— | 1:De—-energized or de—energized.
*11 | energized action
FHFE | Sixth alarm See "*3", Sets sixth alarm differential gap. 2.0
(AH6) *11| differential gap
FL_ 17 & | Sixth alarm 0 to 600 sec Sets time until alarm is turned ON after 0
(ALT6) *11 | timer setting measured value (PV) enters sixth alarm area.
=0 B | Parameter The first characters of parameter group (PG 8).
(PG 8) group 8
F 'S | Highlimit AO | AO scaling (low Sets high limit of the analog output range. 999.9
(AHS) scaling set limit) to scaling
*12 | value high limit
HLS Low limit AO Scaling low limit Sets low limit of the analog output range. —199.9
(ALS) scaling set to AO scaling
*12 value (high limit)
~I 5 | Parameter The first characters of parameter group (PG 9).

(PG 9) group 9

=M% | Communica— See "*4", Selects communication speed. 3
(bPS) *13| tion speed

=! I | Communica— See "*5", Selects data bit configuration during 0
(bIT) *13 tion bit communication,
*1  Temperature input : —199.9 (—1999) to +999.9 (+9999) °C [°F ]
Volatge input 1 —1999 to +9999 (The decimal point position is the same as that of PV.)
*2  0: Alarm OFF 1: Process high alarm 2: Process low alarm
3: Process high alarm (With hold action) 4: Process low alarm (With hold action)
*3  Temperature input  : 0 (0.0) to 100 (100.0)°C [ °F ]
Voltage input : 0.0 to 10.0 % of span

*4 0: 1200 bps 1: 2400 bps 2: 4800 bps 3: 9600 bps 4: 19200 bps

*§ | Setting Parity bit Data bit (bit) Stop bit (bit)
0 None 8 1
1 None 8 2
2 Even 7 1
3 Even 7 2
4 Odd 7 1
5 Odd 7 2
*6 Not displayed when there is no first alarm. *10 Not displayed when there is no fifth alarm.

*7 Not displayed when there is no second alarm.  *11  Not displayed when there is no sixth alarm.
*8 Not displayed when there is no third alarm. *12 Not displayed when there is no analog output.

*9  Not displayed when there is no fourth alarm, *13 Not displayed when there is no communication function.

6. OPERATING PRECAUTIONS

@ Turn on the power after connecting all of the input signal wires, otherwise the instrument judges that an input wire
break has occurred.

- Thermocouple input ... Upscale or Downscale (To be specified when ordering)
- Resistance temperature detector input ............ Upscale

- Voltage (low) input .......ciniemcninnmsinna: Upscale or Downscale (To be specified when ordering)
- Voltage (high) input .... Downscale

+ Current iNPuUt i ————— Downscale

® No influence is exerted upon the instrument for power failure of 20 ms or less.
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1. DESCRIPTION OF EACH FUNCTIONS

H Hold function

@ Peak hold

When a PV value larger then the present PV value is
input from the time the hold reset function is executed,
this function is used to hold the former PV value.

@ Bottom hold

When a PV value smaller than the present PV value is
input from the time the hold reset function is executed,
this function is used to hold the former PV value.

* Each hold action is activated from the time when the
power is turned on.

* The hold reset function can be executed by contact
input (terminal Nos. 15 and 16).

H Alarm (ALM) function
Each alarm action is as follows.

@ Process alarm (A Alarm setting)

. OFF ON
High alarm
g Low A High
Low alarm ON OFF
Low A High

H Alarm timer function

This function is used to set the time untit the alarm is
turned on after the measured value enters the alarm
zone,

B Alarm interlock function

This function is used to keep the alarm state even if
the measured value leaves the alarm zone after
entering it.

* The alarm interlock can be released by contact input
(terminal Nos. 15 and 17).

M Alarm differential gap

This function can be used to set the alarm differential
gap.

Differential gap Differential gap

:<—- 1
? ON

ONT | OFF |

Low alarm set value

High alarm set value

H Alarm hold action

This hold action is used to make alarm invalid until the
input value exits once from the alarm region by ignoring
the alarm state even if the input value is in the alarm
state when the power is turned on.

H Set data lock function

This instrument is provided with the set data lock function
to prevent the set value from being changed by the front
key. Use this function to prevent the operator from mis—
operation after completing the settings.

xKeeping the MONI/MODE key pressed for 2sec moves
the instrument to engineer mode. In this mode, press
the UP or DOWN key to select the lock/unlock state.

M External contact input

® Hold reset
The value being held can be reset by turning on the hold
reset contact input (terminal Nos. 15 and 16).

@ Interlock release

The alarm interlock state can be released by turning on
the interlock release contact input (terminal Nos. 15 and
17).

8. DISPLAY AT ERROR OCCURRENCE

IM41ADO1-E2

Hl Overscale & Underscale

Measured | Measured value A
value (PV) | exceeds the input
(Flashing) | range. In order to prevent
Overscale electric shock, prior to
OOO0 | (Measured value exceeds | | replacing the sensor,
(Flashing) | the high input dispiay always turn OFF the
range limit) power.
Gses, |Underscale Check input type, range,
(Measured value below sensor and sensor
(Flashing) the low input display connection.
range limit)
B Effective input range _;
Unde: le M asured l i Measured Ov e
PV nderscale  yalue PV) ! ; value (Py) ' Uversca
display | " HUYUY* | flashing | ! flashing 1" 0000
unit Flashing : display | Inputrange . display ; Flashing
Low b ' B B High

M Self-diagnostic function

If an error is detected during self—diagnosis, "= —
and the details of the error are displayed alternately on
the display unit.

Error code Details Measures
Adjusted data| Turn OFF the power once.
! destroyed

If error occurs after the
power is turned ON again,

= or' RAM error contact your nearest RKC
sale office or agent from
which you bought the

g~ Input error instrument,
[Example]

If the adjusted data is destroyed and an input error occurs
simultaneously.

| Blinking"E - ~"and" {='5"
+ E -~ display alternately on the PV display
unit.
$ * {,='5": No. obtained by adding
No. correspondlng to { (adjusted
T 12597  datadestroyed) to {ZF
{

(input error).

RKC.
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9. REPLACING THE WATERPROOF AND DUSTPROOF RUBBER PACKING

@ In order to prevent electric shock and instrument failure, always turn
off the power supply befor replacing the rubber packing.

@ In order to prevent electric shock and instrument failure, always turn
off the power supply before pulling out the internal chassis.

@® In order to prevent injury or instrument failure, do not touch the
internal printed circuit board.

If the waterproof and dustproof rubber packing deteriorates, Type Parts code Remarks
contact your nearest RKC sales office or agent from which |REX —AD410A | KF400N--32 For the board
you bought the instrument. KD400—35 For the case

B Replacement of dustproof and waterproof rubber packing

CAUTION

Prior to replacing the rubber packing, first confirm that no water remains, then turn on the power supply.
If the water remains, shorting may result.

[ For the board ]

@ Pull the internal assembly out of the case, then remove the old rubber packing.

Old rubber packing

* Firmly push the rubber packing in the board
until it also contacts the hook.

www.rkc-usa.com IM41ADO1-E2
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t For the case ]

@ Disconnect the wiring from the rear terminal board
and also remove the mounting bracket from
the instrument case, then remove the instrument

from the panel.

REX - AD410A

@ Remove the old packing from this instrument.

Old rubber packing

@ Firmly push the new rubber packing into the instrument, then re— mount the instrument in the panel.

New rubber packing

R KC ® (g00) 575 - 6308
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10. CURRENT INPUT SETTING PROCEDURE (OPTION)

@ In order to prevent electric shock and instrument failure, always turn
off the power supply before pulling out the internal chassis.

@® In order to prevent injury or instrument failure, do not touch the
internal printed circuit board.

10.1 Prior to connecting external resistor (shunt resistor for current input)

If the current input specification is selected, it becomes necessary to change voltage input and also to connect an
external resistor (shunt resistor for current input [2560 Q = 0.02 %+ 10 ppm, 0.25 W or more]). [f a current input
of 0to 20 mA is used, select a voltage (high) input of 0 to 5V, or if a current input of 4 to 20 mA is used, select a

voltage (high) input of 1to 5 V.,

In either case, connect an external resistor (shunt resistor for current input [250 Q + 0.02 %+ 10 ppm, 0.25 W or
more]) between the input terminals at the rear of the case.

The setting procedure for current input is described in the following.

10.2 Setting procedure
[Example] When changing to a current input of 0 to 20 mA

(1) In order to prevent electric shock, always turn off the power supply. A
Next, connect the external resistor between the Nos. 10 and 11 input terminals at the rear of the case.
(Recommended tighten torque : 0.3 N'm or less [3 kgf-cm or less])

(2) Remove the internal assembly from the case by pressing the latch located as the left of the front panel and
pulling it forward.

RKC
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(3) Change voltage (low) input to voltage (high) input by the interﬁal switch.

o o T

Voltage (Iow) input Voltage (high) input

(4) Put the internal chassis into the case, then turn ON the power. As a result, the input type and range are
displayed. (See "5.0PERATION" on page 6.)

(5) Next, simultaneously press the MONI/MODE and SEL keys

to call up SETUP set mode. First, "Input type selection (! 1= F")" | I
is displayed. 1 ,-' '-
CAECN —
¥e REX-ADA1D

(6) Press the UP or DOWN key to set the instrument to the input

type state. )
¥

® ww TSR

de REX-AD41D

(7) Press the UP key to set a voltage input (high) of 0to 5 V
(input selection : 35). For details on input selection, see page 7. — '—
Keeping pressing the UP key to increase the numeric value displayed -’ -'
on the display unit. _ &

@ @ W s ~FRE
the REX-AD1D
(8) After the numeric value is set, this setting becomes valid if SEL key
is pressed. ' '—l
"Input type selection ({ —H')"is displayed. J '-' =
@ @ w IESs o see
s REX-AD41D

(9) After the setting is finished, press the MONI/MODE key to set the instrument to the PV display state.

RKC.
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